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1. CONTRACTOR SHALL PROVIDE COMPLETE PATCH PANEL SYSTEM INCLUDING WIRE 3 . . / / . - - - - - -
MANAGERS, SHELVES, LABELING, CABLE FASTENERS AND PATCH CORDS FOR - ) WPED 1/ - 16 HOLES To ACCONMODATE o o

ALL CROSS CONNECTIONS AND GROUNDING CONNECTION.
2. COORDINATE WITH OWNER FOR FINAL PATCH PANEL CONFIGURATION.
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POWER AND TELECOMMUNICATIONS BUSBAR GROUNDING DETAILS

AMV 1/4" THREADED ROD ATTACHED TO BUILDING STRUCTURE & CABLE TRAY
@ CABLE TRAY PAN INSTALLED WHERE TRAY IS USED IN HARD CEILING AREAS.
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